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Purpose: 	To direct the activities of responding apparatus at the scene with commercial sprinkler systems. 








Applicability: This policy applies to all Shippensburg Fire Department personnel responding to structures 		with commercial sprinkler systems.





Policy





Apparatus Response 


	1.1	The first arriving unit should begin a size-up.





	1.2	The first due engine will need to establish a water supply and support the FDC when smoke or fire is showing. 





	1.3	The first due engine will connect to the fire department connection with two 3 inch lines no longer than 150 feet and maintain 150 psi.





	1.4	The second due engine officer will go to the control room and ensure the system is open.





	1.5	The sprinkler system will not be charged until working fire is confirmed.





	1.6	Disconnection of sprinkler system will not be done until fire is under control or decided by the incident commander.





	1.7	Sprinkler heads will not be replaced by the SFD. It is the responsibility of the owner of the structure.





	1.8	Sprinkler systems taken off line will not be restored by SFD. It is the responsibility of the owner of the structure.





	1.9	Hand line deployment off the Engine supporting the FDC will be at the discretion 	of the 


		unit officer based on conditions found.
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